Sizing rules in residential ventilation standards lack uniformity in both methodology and resulting design flow rates. Additionally, mere comparison of design flow rates is case sensitive and, due to effects of infiltration, adventitious ventilation and occupancy, ill-suited to assess performance of an exhaust ventilation system with regard to the achieved indoor air quality and energy cost in terms of heat loss. This paper presents a multi-zone simulation based performance assessment of residential mechanical exhaust ventilation systems, using five common dwelling typologies and the sizing rules put forward in the Belgian, British, Dutch, French and ASHRAE residential ventilation standards. The performance of the different cases proved to be substantially different, with an occurrence of poor perceived air quality in 5% or less of the occupation time for the Belgian, Dutch and French standard, and about 15% for the British and ASHRAE standard. When the trade-off between indoor air quality and heat loss is considered, the cases with the Dutch and ASHRAE standard did not achieve pareto-optimal performance in comparison to the performances achieved by the other standards.
INTRODUCTION
The 1970's oil crisis caused the first wave of energy conservation campaigns in buildings. Improved airtightness of newly built dwellings and intensive weatherisation actions considerably reduced the amount of fresh air infiltration. As an unintended consequence of this, the incidence of indoor mould problems peaked and reports on high prevalence of occupants complaining of a wide variety of symptoms or physical discomfort, baptised 'sick building syndrome', emerged.
As a reaction to these problems with indoor air quality, ventilation standards were established in most western countries. Unfortunately, this did not happen on an internationally coordinated level, giving way to the introduction of a wide range of sizing rules. As there is no common methodology, like the one that was developed for non-residential buildings by CEN [1] , that is used for the different standards, the flow rates proposed in them can't be compared easily. AIVC listed the requirements of 15 standards without attempting to analyse their performance [2] . A similar effort was done in the framework of the EPHECT project [3] . Two reviews, one by Yoshida [4] and another within the HEALTHVENT project [5] applied the sizing rules to a reference dwelling and found that the design air change rate in the majority of standards is around 0.5 ACH.
In the moderate climate region of West-Europe, especially in Belgium, the Netherlands, France and the UK, simple exhaust mechanical ventilation systems dominate the residential ventilation market [6] [7] [8] , while heat recovery ventilation and natural ventilation are the most common residential ventilation systems in northern and southern Europe respectively. Such simple exhaust systems are composed of a mechanical exhaust fan, ducted to a series of vent holes in the different 'wet' spaces in the dwelling such as kitchens, toilets, bathrooms and service rooms, combined with externally and internally mounted air transfer devices [9] . The externally mounted air transfer devices, also called trickle ventilators, are intentionally made perforations in the building shell that deliver the make-up air for the air extracted from the dwelling by the fan, while their internally mounted counterparts, also called transfer grilles, allow the air to flow from one space to an other. Since the introduction of ASHRAE 62.2, this kind of ventilation system is also rapidly achieving a dominant position in the US residential ventilation market, although the use of trickle ventilators is usually omitted and not treated as such in the standard. The sizing rules for the trickle ventilators in the standards of the 4 European countries also demonstrate little uniformity, requiring the design flow rate, which itself is different for all standards, to be achieved at a different design pressure difference across the ventilator, ranging between 1 and 20 Pa.
The total air change rate achieved by simple exhaust ventilation systems can be considerably different from the flow rate of the fan due to adventitious ventilation and infiltration [10] . The importance of the extra flow rate is mainly related to the sizing of the trickle ventilators relative to the flow rate of the fan [11] . Therefore, the ventilation heat loss of exhaust ventilation systems can't be assessed comprehensively by simple comparison of the design flow rates. In addition, the air flow in the system is controlled by the mechanical flow rate only in the 'wet' spaces, whereas the flow rate in the rest of the dwelling, which comprises the main living spaces, is governed by much less stable driving forces such as wind and buoyancy. Since the occupants spent the vast majority of time in the livings spaces [12, 13] , the indoor air quality (IAQ) achieved in these spaces will be the dominant contributor to perceived air quality [14] . Again, the design flow rates will not be a good metric for assessing the performance of simple mechanical exhaust ventilation systems.
In the EU, space heating accounts for about 26% of all final energy consumption [15, 16] . Since energy performance criteria are being tightened and infiltration, adventitious and intended ventilation combined represent about 50% of the total heat loss in well insulated buildings, the 'right' flow rate and the corresponding sizing rules are at sixes and sevens. Keeping the problems that surfaced after the reductions in flow rate made during the 1970's energy crisis in mind, this debate should be based on a comprehensive analysis of the performance of the ventilation systems proposed in the standards.
Presenting the results from a multi zone simulation based performance assessment of simple mechanical ventilation systems sized in accordance with the Belgian [17] , British [18] , Dutch [19] , French [20, 21] , and ASHRAE [22] residential ventilation standards, this paper aims to contribute to this debate. The 4 european countries are chosen because of the dominance of exhaust ventilation in their ventilation market and their geographical clustering. Although exhaust ventilation historically also represents a large part of the residential ventilation market in the Nordic countries, their cold climate [10] and recent market evolutions favour heat recovery ventilation. Therefore they were not included. The ASHRAE standard was chosen for its large geographical applicability and it's authority in HVAC design. Additional motives include the fact that it's promotion of exhaust ventilation is novel in the US and it's recent publication. The sizing rules of each standard are applied to 5 common dwelling typologies and monte carlo analysis is used to consider the sensitivity of the results to the boundary conditions used.
SIZING IN THE STANDARDS
As was explained in the introduction, the sizing rules for simple exhaust residential ventilation systems put forward are different in the Belgian, Dutch, French, UK and ASHRAE standards. In this section, the specific rules found in each of the standards are summarized. If different sizing rules are provided for continuous and demand controlled systems, only those for continuous systems are considered.
Belgium
The Belgian standard requires a design flow rate of 1 l/s*m² for each occupied space. For the main living space, this design flow rate should be at least 21 l/s and can be limited to 42 l/s, while for bedrooms, studies… the minimum value is 7 l/s and the design flow rate can be limited to 20 l/s. For kitchens, bathrooms and service rooms, a minimum design flow rate of 14 l/s should be taken into account, while it can be limited to 21 l/s. The design flow rate for a toilet is 7 l/s. Table 1 . provides a summary of the design flow rates. The occupied spaces and the wet spaces should be connected to each other or via circulation spaces by transfer grilles sized at 7 l/s at 2 Pa pressure difference, which corresponds to 70 cm², except for the kitchen, in which the transfer grille should be sized twice as large. Each living space, bedroom, study… should be connected to the outdoor environment by a trickle ventilator sized at the design flow rate for that space at 2 Pa pressure difference.
The Netherlands
With a design flow rate of 0.9 l/s*m² for each occupied space and minimum design flow rates of 7 l/s in bedrooms, studies and toilets and 14 l/s in bathrooms and service rooms , the Dutch standard's sizing rules are quite similar to those in the Belgian standard. The minimum design flow rates for the kitchen, however, is set at 21 l/s instead of 14 l/s, while in the main living space, only 7 l/s is required as opposed to 21 l/s in the Belgian standard. Furthermore, Trickle ventilators should be sized at the design flow rate at 1 Pa pressure difference and transfer grilles should have a free face area of 12 cm² multiplied by the design flow rate for that space. As a consequence, the size of the trickle ventilators and transfer grilles is larger compared to the Belgian standard's sizing rules.
France
The design flow rate for each of the 'wet' spaces in the French standard depends on the number of 'main' spaces in the dwelling, eg. living spaces, bedrooms, studies.... These flow rates have been tabulated in table 2. The design flow rates of the trickle ventilators in the remaining spaces are also defined as a function of the number of 'main' spaces. For dwellings with only 1 or 2 'main' spaces, the design flow rate is increased for higher total design flow rates in the 'wet' spaces ( Table 3 .)
The trickle ventilators should be sized to the design flow rate at 20 Pa pressure difference, while the transfer grilles should be sized to the design flow rate at 5 Pa and 2.5 Pa for 'wet' and 'main' space grilles respectively. As a consequence, the size of components is typically smaller compared to the Dutch and Belgian standard's sizing rules.
UK
Simple exhaust ventilation is denominated 'extract ventilation' in the British standard. Design flow rates of 13, 8 and 6 l/s are required for kitchens, bathrooms and toilets respectively. Service rooms are treated as bathrooms. In addition to these design flow rates per space, the total extracted flow rate should not be less than 9 l/s, increased with 4 l/s for each bedroom. The equivalent, referenced to a round sharp edged opening, free face area of transfer grilles is set at 76 cm², that of the trickle ventilators at 25 cm².
ASHRAE
The design flow rate for kitchens proposed in the ASHRAE standard is 5 ACH, while 10 l/s is required for bathrooms. The total design exhaust flow rate for a dwelling is at least 0.05 l/s*m², increased with 7 l/s for the first bedroom and 3.5 l/s for each additional bedroom. No requirements for trickle ventilators or transfer grilles are included.
METHODS
To assess the quality of the sizing rules in the standards discussed above, simple exhaust residential ventilation systems have been designed is accordance with the different standards for five different dwelling typologies. The geometries of the dwellings have been developed in the framework of a research project on the optimisation of building envelope and services for lowenergy residential buildings [23] [24] [25] . Their size and layout is based on an extensive survey of 200 dwellings in Belgium built in the 1990's [26] and have been used in several previous research projects eg. [27] . Their characteristics have been checked regularly with the evolution of newly built dwellings and still correspond well with current building practise. Four dwellings are single family houses, one is a flat. All dwellings have the same useful floor area corresponding to the mean from Belgian national statistical figures. All houses comprise a living room, 3 bedrooms, kitchen, bathroom, toilet, service room, and hall way, with a total net floor area of about 150 m². The detached, semi-detached and terraced house hold a separate study. The dwellings differ in building compactness, ranging from a detached bungalow to a flat in a 6-floor apartment building. The market share of newly built dwellings during the last decade in Belgium is typically 40% detached houses, 40% flats and 20% terraced or semi-detached. In all countries studied, all types are typically found, with an overbalance of flats and terraced houses in the cities, whereas detached dwellings are dominantly found in rural areas. Table 4 gives an overview of geometrical characteristics of the five reference dwellings. The compactness is defined as the ratio of the volume to the heat loss area. Graphical representations of the floor plans are given in appendix to the paper.
The results presented in this paper are based on airflow simulations. These were executed in the multi-zone airflow simulation package Contam [28] , which takes effects of buoyancy, wind and fan pressure into account and is used in numerous ventilation studies eg. [eg. 29, 30] . The validation of multi-zone ventilation models against e.g. tracer gas measurements is well documented in literature [31] [32] [33] [34] . Multi-zone simulation models typically assume well mixed air in every room (simulated as a single node in the model). As a result, these models are not suited for detailed analysis of the distribution of contaminants in a single room. This aspect can be studied with computational fluid dynamics (CFD) [35] [36] [37] [38] . However, this is not the scope of this papersincein contrast to a typical office setting, no specific occupied zone can be defined in a residential setting. In addition, CFD would be to computationally demanding for the scope of this paper. To assess the heat loss through hygiene ventilation, only the bulk fresh airflow in the building is relevant. As Contam is a ventilation model only, it cannot calculate transient room or duct temperatures. Therefore, for simplicity, the temperature inside the building and all ducts has been set to 18 °C, the inside temperature fixed by the Belgian EPBD calculation procedure , which corresponds to the average temperature measured in Belgian dwellings [39] . The effect of this assumption has been discussed by Steeman [40, 41] . The test reference year for Ukkel, Belgium was used as the outdoor climate for all simulations, with hourly mean values for temperature, humidity, wind speed and direction.
Building model
The airflow in the dwellings has been modelled taking into account both the ventilation system and leakage. Overall leakage, characterized by the v 50 value, is modelled by means of cracks in the roof and wall surface. The v 50 value is the ratio of the air leakage rate at 50 Pa pressure difference and the building envelope heat loss area. According to observations by Bossaer [39] , the specific leakage rate through roof and walls has a 2/3 ratio, which has been implemented in the model. Each wall is fitted with two cracks, one at 1/4 of its height and the second one at 3/4. The internal doors are simulated with additional cracks in the walls. For the indoor walls, a fixed specific leakage value is assumed. This methodology is in agreement with guidelines given in EN 15242 [42] . In the results presented, a specific airleakage (v 50 ) of 3 m/h is used, representing the best quartile of measured airtightness values in a measurement campaign in Flanders in the late 90's [39] . A recent measurement campaign [43] , along with results from other countries [44] , shows a tendency towards this level of airtightness in newly built dwellings. The production of CO 2 within the model is only related to the occupants' metabolism and corresponds to their whereabouts. A constant outdoor background concentration of 350 ppm is assumed.
Ventilation system design and model
The design exhaust flow rate for the wet spaces in the dwellings according to the different standards are listed in Table 5 . Since the design exhaust flow rates in most standards are size independent, the flow rates are mostly the same for all 5 dwellings. If this is not the case, the range of the design flow rates for that space in the 5 dwellings is mentioned. Since trickle ventilators are sized with respect to different reference pressure differences in the five standards, the flow coefficient at 1 Pa pressure difference, assuming a flow exponent of 0.5 and a simple power law flow profile, for the trickle ventilators in the various living spaces of the dwellings according to the different standards are listed in Table 6 . Note that the ASHRAE standard does not require the installation of trickle ventilators.
All mechanical exhaust vents were modelled as constant volume flow rate components in the respective zone node, while transfer grilles and trickle ventilators were modelled with single direction power law flow components with a flow exponent of 0.5 [45] . All systems were modelled with windows and internal doors closed, in order to simulate the performance of the systems as such, without user interaction.
Assessment parameters
Through the correlation between excess CO 2 concentration and mean percentage of dissatisfied [46] and Fanger's Perceived Air Quality approach [14] , excess CO 2 concentration is now widely accepted as a proxy for perceived indoor air quality [1] , especially if the main pollution sources are related to the human metabolism. In contrast to the basic model, steady state conditions are rarely applicable to real ventilated environments. CO 2 concentrations are inherently transient, due to changes in environmental boundary conditions. Additionally, the relevant CO 2 sources tend to constantly move around in the multi-spaced dwelling, introducing discontinuous sources and further increasing the transient character of the indoor air quality. There is no consensus in literature about the way transient concentrations have to be interpreted. This lack of agreement is reflected in the disparate list of performance criteria provided in EN 15665 [47] . From the suggested parameters in this standard, 4 were selected for use in this paper, namely the heating season average CO 2 concentration to which an occupant is exposed, the amount of time an occupant spends in an environment within the different IDA classes [1] and the dose of CO 2 over 1000 ppm excess CO 2 . The latter is expressed normalised to both the total time of the heating season and to the time in excess of 1000 ppm. The best IDA class, IDA 1, corresponds to exposure lower than 400 ppm excess CO 2 , while the lowest class, IDA 4, exposure to concentrations in excess of 1000 excess CO 2 , is considered to correspond to poor perceived indoor air quality. Further, a comfort zone between 30-70% relative humidity is considered. Exposure to emissions originating from building materials and their secondary effects can be reduced effectively with source control measures [48, 49] . Therefore, it is not considered as a performance indicator for the ventilation systems in this paper. Likewise, exposure to emissions due to specific activities such as cooking [50] [51] [52] [53] [54] , cleaning [55] [56] [57] [58] , indoor smoking [59] [60] [61] [62] is not considered since it is best controlled by either source control or intensive local ventilation. The total, heating season averaged, convective heat loss through the combination of intended ventilation, adventitious ventilation and infiltration is used to assess the energy performance of the different sizing rules. Fan power was not taken into account because it is very system specific.Since heat loss and exposure reduction are opposing interests, they have to be trade off against each other [63, 64] . Several authors have proposed using weighted sums of these different criteria [65, 66] . The definition of these weighting coefficients, however, lacks scientific evidence. Therefore, the trade-off is addressed by means of the concept of pareto optimality. Pareto optimal cases are cases where none of the other standards achieve better results on both indoor air quality and heat loss.
Sensitivity
One of the main problems with simulation models is the uncertainty on input data, despite the fact that the sensitivity of the results to variation in the input data may be very high. A lot of variables have a distinct influence on the performance of the system and consequently the performance of the system will be different for each set of parameters. Therefore, the use of a calculation method that takes both the variation of the different parameters as well as the interaction between them into account is required to acquire statistically relevant data. Large sensitivity to input uncertainty often appears near equilibrium situations [67, 68] which occur for specific values of structural parameters or weather conditions [11] .
To prevent this input dependency of the results, the Monte-Carlo (MC) approach, as proposed by Van Den Bossche et al. [69, 70] , has been used in this study. In this approach, instead of fixing 1 value for each input data, a distribution is determined for the key parameters and multiple simulations are carried out with different values of these parameters. According to Furbringer [67, 68] convergence can be reached within 100 simulations if the amount of input parameters is limited.
Sensitivity analysis based on a Monte Carlo algorithm has been implemented in building simulation by e.g. Breesch [71] . Dorer et al. [72, 73] presented work specifically for residential ventilation systems within the framework of the EC Reshyvent -EU cluster project.
The Monte-Carlo process can be speeded up by using Low Discrepancy Sequences (LDS) instead of random numbers [74] . In contrast to randomly sampled points, they distribute the instances to empty areas in the sample space to prevent overlapping and clusters, which are very common with ordinary random numbers. Another advantage of LDS is that these sequences are entirely repeatable, giving the same sequence every time. These sequences are used to generate the parameter sets used in this paper. A sensivity analysis has pointed out that wind related factors such as wind velocity and wind reduction parameters [75] and the number of inhabitants and their occupancy schedules have the biggest influence on the overall performance of the ventilation system [69] . Since wind conditions can change considerably due to the specific site and the territory of several standards includes multiple climate zones, the sensitivity to wind is taken into account by considering a distribution on the wind exposure parameters rather than changing the climate data.
The -Production of moisture and carbon dioxide by occupants -normal distribution (see below) -Number of occupants -specific distribution -Weekday / weekend occupancy schedules -specific distribution The number of parameters can be considered to be small, so 100 datasets will be used to perform the simulations. Moisture production for domestic activities is based on data available in the EU technical report on design and dimensioning of residential ventilation systems [77] . The production in the bathroom is N(0.5, 0.05) l/s, in the service room cloth drying is N(1, 0.05)l/s and for cooking, a half hour cycle of N(0.6, 0.05) l/s, N(1, 0.1) l/s and N(1.5, 0.1) l/s for 10 minutes each is used. The production of moisture and carbon dioxide by occupants is modelled as a linear function of the metabolism, which varies for each activity (eg. N(0.8, 0.05) Met for sleeping, N(2, 0.1) Met for cooking). Based on EN 15251 [78] , the production rate is 11.875 l/h/Met for CO 2 and 34.375 g/h/Met for moisture. The number of occupants and the occupancy schedules are considered with a specific distribution based on the social demography and time use studies in Belgium. Based on the available data, 100 different data sets were compiled with different occupancy schedules. The number of occupants in the building varies from one to six (1: 3%, 2: 21%, 3: 31%, 4: 32%, 5: 10%, 6: 3%), with an average of 3.34 persons per building.
RESULTS AND DISCUSSION
As was mentioned in the methods section, the indoor air quality provided by the sizing rules found in the Belgian, British, Dutch, French and ASHRAE standards is assessed using 4 different criteria for CO 2 concentrations suggested by the EN 15665 standard [47] . All of these, however, integrate the transient concentrations into a single number, losing lots of information in the process. Therefore, the cumulative distribution functions of the exposure to CO 2 are also given for some configurations. In figure 1 , the 4 criteria are shown in the cumulative distribution chart. Table 7 lists the time fractions spent in the different IDA classes considering all 334 occupants from the 100 simulations in the monte-carlo analysis for all 5 standards in all 5 geometries.
Looking at the cumulative distribution of the excess carbon dioxide concentration for the bungalow (Figure 2 ) and the flat (Figure 3 ), a few typical results can be deduced. The Belgian, Dutch and French standard consistently achieve similar indoor air quality, at a level that is considerably higher than that achieved by the British standard. The performance of the systems sized according to the ASHRAE standard, relative to the other standards, is much more prone to variation due to the fact that the flow rate is mainly concentrated in the kitchen and expressed as a function of its volume. Although the flow rates are similar in magnitude to those prescribed in the French standard, the lack of transfer grilles in the ASHRAE standard prevents a good distribution of this flow rate through the rest of the dwelling. Position and size of the kitchen relative to the other spaces therefore has a large influence on the achieved performance. This is also reflected in the average excess carbon dioxide concentration to which the occupants are exposed, as well as in the dose above 1000 ppm excess carbon dioxide, both normalized to the total time of the simulation and to the time above that concentration. These criteria are listed in Table 8 , along with the heating season averaged specific convective heat loss of the dwellings considered. Although general trends are similar for all criteria, the ranking of the different standards sometimes flips completely from one criterion to the next. The Belgian standard, in the terraced house, for instance, is ranked first if average exposure to excess carbon dioxide concentration is the criterion, second if the dose over 1000 ppm of excess carbon dioxide normalized to the total time and the fraction of time in IDA 4 (carbon dioxide concentration higher that 1000 ppm) is considered and fourth measured by the dose over 1000 ppm normalized to the time in IDA 4. Figure 4 shows the cumulative distribution of the air change rate in the semi-detached dwelling. The median as well as first and third quartile values for all dwellings and all standards are listed in table 9. A clear distinction is seen between the Belgian and Dutch standard on the one hand and the British, French and ASHRAE standard on the other. The air change rate in the latter group is much less susceptible to variation due to changing boundary conditions due to the smaller sizing of trickle ventilators or the absence thereof compared to the Belgian and Dutch standard that require relatively large trickle ventilators. The Belgian, Dutch, French and ASHRAE standard all achieve median air change rates close to 0.5 ACH, that, as was mentioned in the introduction, can be considered a consensus value for residential buildings, while the system sized according to the British standard consistently renders about 40% lower values.
Relative humidity was within the acceptable range within the vast majority of time (80%) in almost all spaces in all dwellings and for all standards. As is shown in figure 5 , although moisture producing activities are concentrated in the 'wet' spaces, the highest frequency of excessive relative humidity is found in the living room and bedrooms. This is readily explained by the fact that exhaust systems mechanically assure a constant exhaust flow rate from these wet spaces. Figures 6 and 7 show the cumulative distribution of the ventilation heat loss for both the detached and the semi-detached house for all 5 standards, taking into account both intended and adventitious ventilation as well as infiltration. The same conclusions as with the air change rate apply.
If the trade-off between heat loss and indoor air quality is considered (Figure 8 ), using the average ventilation heat loss for the former and the average carbon dioxide to which the occupants are exposed as the criterion for the latter, the French and British standard provide pareto optimal solutions for each dwelling, although the fact that the indoor air quality achieved by the British standard is to be considered 'poor' 15% of the time is a cause of concern. Compared to the French standard, for example, the exposure to carbon dioxide of the cases using the ASHRAE standard is on average 40% higher, with higher or comparable heat losses (+16 to -8 %). Similarly, the ventilation heat loss in 4 cases using the Dutch standard is on average 20 % higher than that in the cases with the French standard for higher or comparable carbon dioxide exposure (+10 to -5%). In the flat, the heat losses using the French standard were comparable to those using the Dutch standard (+4%) with lower exposure to carbon dioxide (-26%).
CONCLUSION
Sizing rules in residential ventilation standards lack uniformity in both methodology and resulting design flow rates. Mere comparison of design flow rates is case sensitive and, due to effects of infiltration, adventitious ventilation and occupancy, ill-suited to assess performance of an exhaust ventilation system with regard to the achieved indoor air quality and energy cost in terms of heat loss. A performance assessment of residential mechanical exhaust ventilation systems using five common dwelling typologies and the sizing rules put forward in the Belgian, British, Dutch, French and ASHRAE residential ventilation standards in multi-zone simulations with Monte-carlo based sensitivity analysis presented above showed that the performance of the different cases proved to be substantially different. An occurrence of poor perceived air quality in 5% or less of the occupation time for the Belgian, Dutch and French standard, and about 15% for the British and ASHRAE standard was found. Except for the cases with the ASHRAE standard, the relative performance of the standards was consistent throughout the different building typologies. The spread observed in the performance of the cases using the ASHRAE standard can be attributed to the larger impact of geometrical parameters on the system design in this standard. In some cases, the relative performance of the standards was sensitive to the indoor air quality criterion used in the assessment, although the general trends could be observed with each of the criteria. The total air change rate was close to or greater than the consensus value of 0.5 ACH in most cases, except in the cases using the British standard, where it was consistently about 40% lower. The cases using the Belgian and Dutch standards, with relatively large trickle ventilators, rendered the air change rates most sensitive to changes in boundary conditions. When the tradeoff between indoor air quality and heat loss is considered, the cases with the Dutch and ASHRAE standard did not achieve pareto-optimal performance. Considering the performance spread observed, harmonization of residential ventilation standards is to be recommended. The design philosophy of the French standard proves to be a good basis for exhaust ventilation design with high occurrence of good perceived air quality, minimized ventilation heat loss and robust performance. It's combination of moderately high exhaust flow rates, large transfer devices and small trickle ventilators should explored further when new, more uniform standards are developed. Figures 9-13 show the floor plans of the 5 reference dwellings. In each figure, the different spaces are numbered as follows: livingroom (1), kitchen (2), toilet (3), bathroom (4), bedrooms (5-7), study (8) , service room (9), hall (10). 
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